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REPLACE ONLY WITH
5x20mm GMA
1 AMP FUSE

WARNING
RISK OF ELECTRIC SHOCK.

CONNECT SEQUENCE: G, N, L1, L2, L3.
DISCONNECT SEQUENCE: L3, L2, L1, N, G.

L1 L2 L3N

The routing of portable supply conductors, the making and
breaking of supply connectors, and the energization of supply
services shall be performed by qualified personnel only.

FOR USE BY QUALIFIED
PERSONNEL ONLY

POUR L'USAGE PAR LE
PERSONNEL QUALIFIE

Les mettre en déroute de conducteurs de provision portatifs, le
faire et casser de connecteurs de provision, et le energization
de services de provision sera exécuté par le personnel qualifié
seulement.
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W

IRING CONFIGURATION: 2P3W
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IRING CONFIGURATION: 2P3W
MAX CIRCUIT AMPACITY: 20AMPS

1 2 3 4 5 6
1 2 3 4 5 6

PNL1

PNL2

PNL3

PNL4

PNL5

PNL6

PNL7

PART NUMBER:

XXX

S/N: XXX

I
N

P
U

T
 
V

O
L
T

A
G

E
:

1
2
0
/
2
0
8
Y

 
V

A
C

 
3
P

H
 
6
0
H

z

W
I
R

I
N

G
 
C

O
N

F
I
G

U
R

A
T

I
O

N
:
 
4
P

5
W

M
A

X
.
 
C

I
R

C
U

I
T

 
A

M
P

A
C

I
T

Y
:
 
1
0
0
A

M
P

S

F
E

E
D

 
T

H
R

U
 
I
N

 
P

A
R

A
L
L
E

L
:
 
4
0
0
A

M
P

S

REV DESCRIPTION DATE APPROVED

9/26/19 JKA ORIGINAL RELEASE. AJS 9/25/19

TITLE

SCHEMATIC

N:\Engineering\Schematics\Final Assembly\1300-100A-09-2-22.s.dwg

D 1300-100A-09-2-22

AJS 9/25/19

JK 9/26/19

A

DRAWN BY DATE DRAWN

DATE CHECKED

 1 OF 1

Copyright © 2006 Motion Laboratories, Inc. All Rights Reserved. THIS DOCUMENT IS THE EXCLUSIVE,

CONFIDENTIAL PROPERTY OF MOTION LABORATORIES, INC. AND IT SHALL NOT BE REPRODUCED,

COPIED, OR USED FOR ANY PURPOSE WHATSOEVER, UNLESS, AND STRICTLY TO THE EXTENT, SUCH IS

EXPRESSLY AUTHORIZED BY MOTION LABORATORIES, INC. IN WRITING.

CHECKED BY

DRAWING NUMBERSIZE REV

MODEL FILENAME & PATH SHEET

motionlabs
520 Furnace Dock Road Cortlandt Manor, NY 10567


	Sheets and Views
	1300-100A-09-2-22-SHEET 1
	1300-100A-09-2-22-SHEET 2
	1300-100A-09-2-22-SHEET 3
	1300-100A-09-2-22-SHEET 4
	1300-100A-09-2-22.s-SHEET 1




